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Abstract

This report documents the assessment of performance and design of a 250-kW prototype battery
energy storage system developed by Omnion Power Engineering Company and tested by Pacific
Gas and Electric Company, both in collaboration with Sandia National Laboratories.  The assess-
ment included system performance, operator interface, and reliability.  The report also discusses
how to detect failed battery strings with strategically located voltage measurements.
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Executive Summary
A prototype 250-kW battery energy storage system
was developed by Omnion Power Engineering Co.
from 1991 through 1993 and tested in 1993 and 1994
by Pacific Gas and Electric Company.  Both compa-
nies worked in collaboration with Sandia National
Laboratories.  The testing project provides a founda-
tion for assessing system-level design issues related to
grid-connected energy storage technologies.

A number of design issues are explored based upon
the experience with the prototype unit’s system per-
formance, operator interface, and reliability. In addi-
tion, a methodology is developed for detecting failed
battery strings through the use of strategically located
voltage measurements.

System Design Issues

System design issues include the following:

•  Battery technology.  The test performance sug-
gests that the lead-acid battery technology se-
lected for demonstration in the prototype PM250,
while produced in high volumes to ensure quality
control and low initial cost, may not meet the cy-
cling requirements of utility peak shaving appli-
cations.  Other battery technologies promise en-
hanced life and higher energy density.

Advanced charging methodologies, made possi-
ble through enhanced voltage and current control

of integrated gate bipolar transistor power con-
version equipment, promise to extend battery
service life and provide greater reliability.

•  Utility Interconnection.  Battery energy storage
system (BESS) designers must meet various
protection requirements before connecting the
system to the grid.  Independent power producers
and cogenerators generally meet these require-
ments through standard mechanical relays. Bat-
tery energy storage systems, however, may
eliminate the cost of such relays by using the in-
herent detection and disconnect capabilities of
modern solid-state power conversion equipment.
Utility acceptance of this approach is increasing.

•  Dispatch Strategies.  Load-following dispatch
provides peak load reduction with minimal bat-
tery hardware investment.  However, the com-
munications schemes required to implement load
following in a utility environment are complex,
as illustrated in Figure ES-1, and implementation
requires some customization for compatibility
with existing supervisory control and data acqui-
sition (SCADA) infrastructure. The control inter-
face is designed to simplify information pre-
sented to dispatch operators, and most of the
control intelligence resides at the remote BESS.

BESS

Substation

Dispatch
Center

Aggregate
Load

Profile

Local
Load

Profile

Figure ES-1.  BESS communications scheme over utility SCADA network.
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Thermal Regulation

During testing, thermal gradients within the batter
strings were identified as a potential cause of prema-
ture string failure.  In response, the manufacturer
modified the airflow design in order to reduce the
temperature variability among batteries.  A high-
capacity blower was added to the thermal regulation
system, and baffling was introduced to direct air cur-
rents across batteries for enhanced, uniform cooling. 
As a result, thermal gradients within and between
modules were significantly reduced.

Variations among battery temperatures are shown to
correlate strongly with variability in end-of-discharge
voltages.  Strings with poor thermal regulation show a
wide range of variability in voltage distributions in
comparison to strings under more controlled thermal
conditions.

In addition to voltage distributions, end-of-discharge
voltage levels are shown to be strongly correlated
with temperature.  String segments that were at higher
temperatures displayed higher end-of-discharge volt-
ages, which contributed to overall string imbalance. 
Cell capacities were calculated by integrating the
energy discharged over a high-rate test, and these
were correlated with average battery discharge tem-
peratures as shown in Figure ES-2.

End-of-life Prediction

Measuring voltage across a mid-string grounded re-
sistor (a measure of voltage imbalance) during testing
proved to be a low-cost and simple means to charac-
terize the health of the string.  If such a methodology
could be validated, it would eliminate the need to
monitor individual battery voltages in the string.

This investigation shows that while string imbalance
is an indicator of cell failure, it is inadequate to detect
failure when the effects of two shorted cells counter-
balance each other on opposite sides of the string.

The analysis therefore suggests an improved tech-
nique that uses quarter-string measurements, in which
battery voltages in four separate string segments are
compared to the string average.  This technique is
shown to overcome the counterbalance problem and
provide greater accuracy with two additional voltage
tap points.  Figure ES-3 illustrates how the quarter-
string technique detected a failure in a string segment.

The technique can be used to schedule battery re-
placements and eliminate unnecessary downtime.  If
used on systems in the field, it would lower the life-
cycle cost of the BESS by maximizing battery string
life and providing coordinated replacements.
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Figure ES-2.  Correlation between discharge temperature and cell capacity.



PERFORMANCE AND DESIGN ANALYSIS OF A 250-kW,
GRID-CONNECTED BATTERY ENERGY STORAGE SYSTEM EXECUTIVE SUMMARY

ES-3

-0.3

-0.2

-0.1

0

0.1

0.2

0.3

0:00 0:15 0:30 0:45 1:00 1:15
Elapsed Time (Hrs)

Vo
lts

Q1

Q2

Q4

Q3

Figure ES-3.  Sample quarter-string voltages compared to string average showing failure in segment Q2.



PERFORMANCE AND DESIGN ANALYSIS OF A 250-kW,
EXECUTIVE SUMMARY GRID-CONNECTED BATTERY ENERGY STORAGE SYSTEM

ES-4

This page intentionally left blank.



PERFORMANCE AND DESIGN ANALYSIS OF A 250-kW,
GRID-CONNECTED BATTERY ENERGY STORAGE SYSTEM BACKGROUND

1-1

1. Background
In October 1993 an advanced 250-kW grid-connected
battery energy storage system (BESS) was delivered
to Pacific Gas and Electric Company (PG&E) for
testing at their Modular Generation Test Facility in
San Ramon, California, in collaboration with Sandia
National Laboratories.

The prototype BESS, under the trade name PM250,
was designed for utility “peak shaving” applications
to provide strategic load management capability on
overburdened electric distribution circuits.  The sys-
tem could be placed on the load side of distribution
transformers and programmed to discharge energy
during peak load periods, thereby relieving line and
transformer loading and keeping oil and winding
temperatures in check.  Battery charging was to be
performed off-peak to minimize cost of energy and
avoid local capacity constraints.

The system was developed by Omnion Power Engi-
neering Company with support from the U.S. De-
partment of Energy and Sandia National Laboratories
beginning in 1991.  The design and operation of the
system is discussed in detail in SAND97-1276
(Corey, 1998).  A customized shipping container
housed eight battery/power conditioning modules,
paralleled on an AC bus.  The overall design specifi-
cations are shown in Table 1-1.

Table 1-1.  Container and Module
Specifications

Container Module

Utility
Interface

480 Vac; 3-phase 252 Vac; 3-phase

Capacity 250 kW/150 kWh 31.25 kW/18.75
kWh

Configuration 8 modules, cen-
tral control sys-
tem and HVAC

48 series-
connected bat-
teries, power
converter and
control

Current THD Less than 5% N/A

Power Factor Unity/Controllable Unity/Controllable

Dimensions 15'L × 7.8'W ×
10.8'H

4.8'L × 3.3'W
× 4.3'H

Weight 38,000 lb 4000 lb (est)

Before placing the unit in the field under distribution
operators control, PG&E decided to subject the unit
to a series of tests under controlled conditions (Ball,
1995).  These tests were designed to

•  gain utility experience with installation and op-
eration

•  test safety systems, such as shutdown in the event
of fire or excessive hydrogen concentration

•  demonstrate system controls, including compati-
bility with PG&E communications standards

•  verify utility interface protective functions and
the quality of power injected into the utility grid

•  measure key performance parameters, such as
round-trip energy efficiency and storage capacity
under different rates of discharge

•  demonstrate various operating modes, such as
block loading, opportunity charging, and load
following (requiring system response to utility-
supplied real-time load information)

•  characterize the system with respect to audio
noise and radio frequency interference (RFI)
emissions

The purpose of the present analysis is to investigate
various performance and design issues of BESSs,
drawing primarily upon data collected during the
course of PM250 testing at PG&E. 

The analysis focuses heavily upon issues related to
thermal management of battery strings and methods
for predicting battery end of life (EOL).  Thermal
gradients within the strings were identified early in
the testing as a potential cause of premature failure,
and the preliminary investigation prompted the manu-
facturer to modify the air flow design in order to re-
duce the variability among batteries.  This investiga-
tion extends that work by addressing the thermal
impacts on voltage distributions and cell capacities.

The PG&E testing also revealed that voltage imbal-
ance between the positive and negative sections of the
string may be a good predictor of EOL.  Voltage
measurements taken across a mid-string grounded
resistor (a measure of voltage imbalance) provided a
low cost and simple means to characterize the health
of the string.  If the technique could be validated, it
would eliminate the need to monitor individual bat-
tery voltages in the string.
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This analysis continues the earlier work, with the goal
of validating the string imbalance measurement. Is-
sues where explored related to string imbalance as a
predictor of EOL, and develops the alternative tech-
nique of quarter-string measurements.

In addition to the analysis of string issues, this report
explores system-level design issues determined to be
important during the PG&E testing. Battery selection,
the grid interface, and communications and control
must all be addressed by BESS designers for the
technology to be successful.
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2. System Design Issues
Battery System

Battery Technology

Lead-acid batteries remain the dominant choice for
grid-connected energy storage systems.  While ad-
vanced battery technologies promise enhanced energy
storage densities, greater cycling capabilities, higher
reliability, and lower cost, they have not yet reached
production levels necessary to meet market cost and
quality control requirements.

The PM250 employed a high-production volume
flooded battery in order to take advantage of quality
control and low cost.  The life-cycle testing was gen-
erally disappointing because of early battery failures,
although it is unclear whether rigorous factory testing
or extended periods of downtime at low charge states
were responsible.

Whether or not the battery selected for demonstration
in the PM250 prototype can achieve cycle lives
commensurate with the demands of utility peak
shaving applications, energy density constraints may
limit market penetration to small niche applications.
For wide-scale deployment in utility and industrial
power management applications, it is clear that sig-
nificantly higher storage densities will be required.
Recent advancements in valve-regulated lead-acid
battery designs and enhanced understanding of oper-
ating constraints may provide incremental improve-
ment of BESS life-cycle costs.

Advanced electrochemical couples such as zinc-
bromine may provide substantial energy-density and
cost improvements, but these have yet to reach a sig-
nificant commercial status (Virmani, 1994).

Charge Control

The application of an appropriate and effective
charge controller is one of the most important aspects
of a good battery system design.  Most of the battery-
related problems that occur in energy applications,
such as hybrid systems, are related to the under- or
over-charging of battery strings.  At best, a poor
charger will cause a lower than expected cycle life by
not providing adequate recharge.  At worst, a badly
designed charger can cause catastrophic battery fail-
ures if voltage limits are exceeded.

The PM250 incorporated a proprietary autocharge
regimen that was expected to increase reliability and
life.  With advances in integrated gate bipolar tran-
sistor (IGBT) power conditioning equipment, battery
charging is no longer limited to constant current and
constant voltage regimes.  Instead, charging can in-
clude any time functions of current and voltage. This
appears to be a promising area of design optimiza-
tion.

Electrical Interface

DC Interface

The design of a DC interface involves balancing the
advantages of high DC voltages for improved DC/AC
inverter efficiency and performance with the cost and
size penalties of the DC protection equipment.  High-
voltage DC breakers and switches (for example, 600
Vdc or more) can be far more expensive than their
AC counterparts.  National Electric Code require-
ments for DC voltages at these high levels are more
rigorous as well.

On the other hand, power conversion systems (PCSs)
(or inverters) are most efficient at the higher voltages
that allow them to generate utility-compatible AC
without the addition of a boost stage.  The higher
voltages also significantly reduce the wire and cable
size needed to interconnect the battery to the trans-
former and utility.

The design approach of the PM250 is to avoid high-
cost DC approach by standardizing on a module-level
AC interface.  This approach provides for enhanced
safety because the customer is denied access to the
internal module and is consequently never exposed to
DC voltages.  The AC module interface is also fa-
miliar to utility and facility electrical personnel.

Utility Interface Requirements

Depending on the size and application of a system,
the utility protection requirements can be a costly
component of the total system cost.  Typical protec-
tion requirements include relays and meters that de-
tect ground faults, under- and over-voltage and fre-
quency conditions, AC over-current, DC injection
(DC biasing of the AC interconnect transformer),
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extreme DC bus voltages, loss of synchronization,
blown fuses, and control communication errors.

Interface standards have been developed by utilities
over recent years largely in response to the Public
Utility Regulatory Policies Act—mandated power
transactions.  Requirements are well defined for ro-
tating generators found at independent power produc-
ers and cogenerators; however, protection schemes
that incorporate solid-state inverters and power con-
ditioning equipment are not well established.

Protection schemes for large-scale power producers
are generally accomplished with standard mechanical
relays.  However, modern inverter technologies can
provide most of these protection features inherently,
and their use in lieu of mechanical relays is gradually
gaining acceptance in the utility industry [Institute of
Electrical and Electronics Engineers (IEEE) Power
System Relaying Committee, 1994].  This trend will
help reduce balance of system costs by eliminating
the cost of relays.

Some photovoltaic inverters have been pre-approved
by utilities, greatly simplifying the installation proc-
ess.  Pre-approvals lower the overall installation cost
because utility protection engineers will be familiar
with the equipment and will not have to review each
installation on a case-by-case basis.  Therefore, BESS
manufacturers will benefit from standardizing prod-
ucts and obtaining pre-approvals where possible.

Power Factor Control

Nearly all modern power converter technologies are
designed for four-quadrant operation and can provide
power factor control in either charge or discharge
mode.  The benefit of this control is that the system
does not appear to the utility as an unwanted con-
sumer of reactive power, and in fact can dynamically
produce reactive power to improve voltage regulation
for the utility.

Harmonics

Power converters (and other sources and loads) may
be required to meet limits defined in the IEEE 519
standard for generator and load harmonics (IEEE,
1991).  These limits are defined in terms of the odd
harmonic multiples (3, 5, 7, etc.) of the fundamental
frequency (60 Hz).  The IEEE 519 standard limits the
individual harmonics (as a percentage of the funda-
mental) as well as the root-square sum of the com-
bined harmonics, known as total harmonic distortion
(THD). The THD limits as they are specifically de-
fined for generation systems on distribution circuits
are listed in Table 2-1 below.

In the past, the concern and subsequently the meas-
urement of harmonic components from generation
sources have been limited to the first 50 harmonics,
or up to 3 kHz.  This is because in standard rotating
machinery, the harmonic level at higher frequencies is
virtually non-existent, and older (thyristor-based)
converters have negligible high-frequency harmonics.
 In advanced power converters, however, this is not
the case.  Switching frequencies greater than 3 kHz
are now common.

For example, the PM250 module converters each
switch at about 3 kHz.  However, their combined
waveforms are synchronized with appropriate phase
delays to reduce the total ripple on the output current.
 The resultant system currents contain harmonics in
multiples of 3 kHz up to 24 kHz, which are then fur-
ther attenuated by filter capacitors.  The average of
several THD measurements taken at the 480 Vac out-
put of the container was 3.3%, well within the 5%
limit set forth in the IEEE 519 and PG&E specifica-
tions (Ball, 1995).  The proportion of the 3-kHz com-
ponent to the 250-kVA 60-Hz component measured
less than the specific IEEE 519 limit of 0.3% for fre-
quencies above 2.1 kHz.

Table 2-1.  IEEE 519 (1991) Current Harmonic Limits for Distributed Generation

Harmonic Order < 11th 11th-17th 17th-23rd 23rd-35th >35th THD

Magnitude relative to the 60 Hz component 4.0% 2.0% 1.5% 0.6% 0.3% 5%
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Audio Noise

Audio noise can be significant in large converters that
use today’s technologies.  Small inverters make use of
devices that can switch at frequencies beyond the
audible range, but larger inverters such as the PM250
switch in the 3 to 10 kHz range.  Currents oscillating
at these frequencies will induce vibrations in filter
inductors and may be amplified by metallic mount-
ings to the system enclosure.

This was the case with the PM250, which produced
noise averaging 71 dBA, measured one foot from the
container at full kVA output roughly equivalent to
the noise produced by a 20-MVA substation trans-
former.  Noises at this level may be an issue depend-
ing on the siting of a system.  California city and
county ordinances, for example, typically require
equipment not to exceed 40 dBA at a customer prop-
erty line.  For the prototype build of the PM250 to
meet this requirement, it would need to be placed
roughly 300 feet from the property line of a residence
or other customer.

Subsequent builds of the container have employed
measures to reduce noise, and these are expected to
overcome noise problems for most sites.  These
measures include applying noise-attenuating material
to the interior surfaces of the container.  Another
method (Ball, 1995) would be to isolate the sources
of vibration from the container, for example, provid-
ing vibration isolation pads for inverter inductors and
transformers.

Radio Frequency Interference

Radio frequency interference (RFI) can be an impor-
tant issue with advanced inverter technologies, be-
cause of their use of high frequency switching meth-
ods.  Measurement techniques and compliance
guidelines are set forth by the Federal Communica-
tions Commission Code of Federal Regulations. 
Utility or industrial plant applications may be exempt
from some of these regulations, but they still must
comply to sections dealing with harmful interference.

Islanding

Islanding refers to the condition that exists when a
generating source continues to supply power to local

loads unintentionally after an up-line breaker or other
disconnecting device has operated.  For this to occur,
the remaining load isolated down-line from the point
of disconnect (the “island”) must be roughly equiva-
lent to the generator output, such that the transfer
does not sufficiently jolt the system voltage or fre-
quency relays.  Islanding is desirable in some cases
for backup generation purposes, but when unex-
pected, it creates a potential hazard to utility mainte-
nance personnel (and possibly the general public)
who assume the circuit is dead.

Another concern surrounding islanding is the scenario
of the utility reclosing on the island when the two
separate supply voltages are out of phase, possibly
resulting in damaging current surges to sensitive
loads.

A common islanding prevention method, such as that
used in the PM250, is one in which the inverter con-
tinually attempts to drive the frequency below 60 Hz.
When the utility is present, the frequency is reset
every cycle by a phase-locked loop.  If the utility is
not present, however, the frequency is forced down-
ward until the system is tripped off by the under-
frequency relay.  This method may fail in cases where
inertia from reactive or rotating loads maintains the
frequency, but even in such cases, the system usually
becomes unstable within a few seconds and shuts
down.

Communications and Control

Load-Following Dispatch Strategy

As the capital cost of a BESS increases with kWh
storage capacity, it is of interest to explore “smart”
dispatch strategies, such as load-following, which are
able to provide enhanced kW load relief in compari-
son to constant output “block” loading.

Figure 2-1 illustrates the potential benefit of employ-
ing a load-following dispatch strategy with a BESS.
Figure 2-1(a) shows a hypothetical daily load profile
on a distribution line.  The peak of this load can be
“shaved” by discharging the BESS at the peak load
time, triggered by either a clock or an indicator of
load threshold, illustrated as a 100-kW constant out-
put (“block”) discharge in Figure 2-1(b).  Provided
that the battery output is timed properly, the 100-kW
output of the battery will result in a 100-kW peak
load reduction on the line.
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Figure 2-1.  Distribution line loading with (a) no battery storage, (b) “block” discharge of 100 kW, and
(c) load following dispatch with 100-kW peak.

An equivalent amount of load reduction, however,
can be achieved with a smaller battery energy capac-
ity through the use of a smart dispatch strategy, illus-
trated in Figure 2-1(c) as a 100-kW (peak) load-
following dispatch.  This strategy involves varying
the output of the battery in response to instantaneous
fluctuations in load.  In this example, the load-
following strategy achieves the same 100-kW peak

load reduction while consuming only half the energy
of the block load.

SCADA Implementation

This potential load-following benefit was the moti-
vating force behind the design of the PM250 proto-
type supervisory control and data acquisition
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(SCADA) interface.  To implement load-following
capability, load measurements must be sent to the
battery control system in real time.  While this would
be relatively straightforward in an industrial setting,
such as a factory using energy storage to shave local
peaks, integration with an existing utility SCADA
system is more complex, as illustrated in Figure 2-2.

BESS

Substation

Dispatch
Center

Aggregate
Load

Profile

Local
Load

Profile

Figure 2-2.  Control over existing utility SCADA
communications network.

While the BESS could be placed at a distribution
substation, it would in general be sited near the end of
the distribution line so that benefits associated with
line support could be captured in addition to relieving
substation loads.  However, dispatch of the battery
would be based upon loading at the substation, which
may be several miles away.  While basing output
control on local line loading would be easy to imple-
ment, these loads could differ significantly from ag-
gregate substation loads, as illustrated in Figure 2-2.

Instead of installing communications directly between
the substation and the battery, it was believed that the
design should revolve around the existing SCADA
infrastructure—including telecommunications equip-

ment and substation load sensors—as a cost-saving
measure.

With this assumption, the utility dispatch center be-
comes the focal point of the communications scheme,
and the essential BESS control design problem is
integration with the SCADA network.  Low-level
protocols are defined by the network, and these may
be programmed into the BESS with little effort, and
the BESS becomes a node or remote terminal unit
(RTU) on the network.

The more difficult question, however, revolves
around where to place the intelligence of the battery
control, that is, the logic to command specific real-
time dispatch levels.  In theory, the dispatch center
would be the logical choice, because all of the distri-
bution system information is collected there and the
operators reside there.

However, the difficulty in implementing custom con-
trol programming into the proprietary SCADA system
seemed to be an overriding factor, and it was estab-
lished as a design goal to minimize the operator input
requirements and, to the extent possible, place real-
time control at the remote BESS.  This approach was
consistent with interviews of PG&E operators who
desired to minimize attending the BESS, which would
be operated during peak load times when operators
have many demands competing for their attention.

The final SCADA design gave the dispatch operator
controls to fix operating modes, including shutdown,
block loading, and load following.  Load following
involved a one-time setup of a power threshold—
above which the battery would discharge—and
routing of real-time load data to the remote RTU.

The existence of a PC-based SCADA system (devel-
oped in-house by PG&E software developers as a
low-cost alternative to the VAX platform) enabled
Omnion to develop and test the SCADA interface.
This SCADA version was used exclusively in the
PG&E testing (see Appendix A for a more detailed
description of the SCADA system design).
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3. Thermal Regulation
It is a well-established characteristic of lead-acid
batteries (Linden, 1984) that operating temperature
has a direct bearing on useful service life.  Grid cor-
rosion is accelerated at elevated temperatures, in-
creasing internal electrical resistance and ultimately
causing battery failure.

On the other hand, storage capacity (or ampere-hour
capacity) increases with operating temperature.
Higher capacities result in capital cost savings by
reducing the number of batteries in the system and by
reducing indirectly the balance-of-system cost (for
example, the cost of the system enclosure is reduced
for a physically smaller system).

The system designer, therefore, seeks to maintain
battery temperatures within prescribed operating lim-
its (generally between –10 and 40°C).  In some cases,
thermal design specifications can be met by circulat-
ing ambient air, particularly when the system is in-
stalled within a controlled environment.

In many cases, such as the PM250 prototype, fully
integrated heating, ventilation, and air conditioning
(HVAC) support systems are required to maintain
thermal limits under wide ranges of external envi-
ronmental conditions.  The cost penalty of thermal
regulation is recovered through extended economic
system life and through capital and maintenance cost
savings by avoiding battery replacements.

In addition to temperature-related performance im-
pacts, the PM250 testing experience revealed that
temperature differences between batteries of a given
string are also an important design issue.  As dis-
cussed below, temperature gradients were initially
responsible for significant performance variations
among batteries, and the air flow design was changed
accordingly.  Thus, the HVAC system is designed not
only to maintain battery temperatures, but also to
minimize temperature variations between batteries.

Data Acquisition
Container- and module-level parameters were moni-
tored and reported to the SCADA system through an
on-board monitoring computer.  This computer was
programmed to communicate using utility protocols,
effectively acting as an RTU.  In addition, two mod-

ules were independently monitored for individual
battery voltages and temperatures, and this data was
collected through a standard utility-grade RTU.  See
Appendix A for a complete description of the data
acquisition system.

Data related to the thermal behavior of the system
primarily came from Module 1 and Module 8 in
Figure 3-1.  These modules each contained 48 bat-
teries in four tray “levels.” Voltage measurements
were taken across each 12-V battery terminal, pro-
viding a means to view detailed distributions of volt-
ages under various conditions.  In addition, each
module included eight temperature measurements
(thermocouples bonded to the battery walls) at the
positions indicated.

Two voltage taps (one in each module) turned out to
have poor electrical connections, preventing direct
voltage measurements of four batteries.  These volt-
ages were therefore estimated in real time, and the
analysis includes these estimated values.

One temperature measurement (on the edge of the
second level in Module 1) was determined to provide
erroneous data, and values from this thermocouple
were excluded from this analysis.

Temperature Distributions
As reported previously (Ball, 1994), discrepancies
between individual battery temperatures were ob-
served during the course of testing the prototype
PM250.

Figure 3-2 shows the string voltages for Modules 1
and 8 during two 40-minute block load tests on No-
vember 17, 1993, and February 21, 1994.  These
curves include the characteristic drop in voltage at the
initiation of the discharge (corresponding with inter-
nal resistance) and show the gradual voltage decay as
the battery drops in state of charge over the discharge
period.

The battery temperatures taken from Modules 1 and 8
corresponding to these tests are shown in Figure 3-3.
The first chart indicates that battery temperatures
varied by as much as 5°C.  The second chart shows
the same measurements after modifications to the air
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Level 1
(12 x 12 V)

Level 2
(12 x 12 V)

Level 3
(12 x 12 V)

Level 4
(12 x 12 V)

Module 1
(48 x 12 V)

Module 8
(48 x 12 V)

Container Layout
(8 Modules)

Legend

Temperature and
voltage monitoring

Voltage monitoring
only

Module Layout
(Exploded View)

Figure 3-1.   Module and container layouts.

flow design were implemented in the container, re-
ducing the variation to under 3°C.

Air flow modifications were introduced based on
field observations similar to those illustrated in Figure
3-4.  These charts show average discharge tempera-
tures for individual batteries during the two tests.
Because one of the roof-mounted air conditioners
came on about 34 minutes into the second test (which
can be seen in Figure 3-3), only samples taken during
the first 30 minutes of the respective tests are aver-
aged and included in the charts.  Several observations
may be made based upon these results:

1. Temperatures in Module 8 were initially higher
than those in Module 1.  Module 8 was located
among the top modules in the container, whereas
Module 1 was among the bottom modules.  This
arrangement suggests that temperatures may have
been influenced initially more by air buoyancy in
the container rather than by forced circulation.

2. Thermal gradients initially existed within mod-
ules, with hotter batteries located on the upper
trays and cooler batteries on the bottom trays.
This was particularly true in Module 1, possibly
due to poorer circulation of air in the bottom of
the container.

3. Both of the two thermal trends identified above
seemed to be eliminated by the air flow modifi-
cations.  As shown in Table 3-1, temperatures
were observed within a significantly narrower
range in the later test.

Table 3-1.  Battery Temperatures
During 40-minute Discharge Tests

Test Date Mean Battery
Temperature

(°C)

Standard
Deviation

(°C)

11/17/93 22.2 1.42

2/21/94 20.2 0.60
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Figure 3-2.  String voltages for Modules 1 and 8 during 40-minute discharges on (a) November 17, 1993, and
(b) February 21, 1994.
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Figure 3-3.  Battery temperatures during 40-minute discharges on (a) November 17, 1993, before air flow
modifications, and (b) February 24, 1994, after air flow modifications.
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Figure 3-4.  Average battery temperatures on (a) November 17, 1993, and (b) February 21, 1994.

Level 1

Level 2

Level 3

Level 4

Module 1-1
Module 1-2

Module 8-1
Module 8-2

15.00

16.00

17.00

18.00

19.00

20.00

21.00

22.00

23.00

24.00

(°
C

)



PERFORMANCE AND DESIGN ANALYSIS OF A 250-kW,
THERMAL REGULATION GRID-CONNECTED BATTERY ENERGY STORAGE SYSTEM

3-6

Air Flow Design
Air flow design modifications included (1) the addi-
tion of a high capacity blower, (2) installation of baf-
fling between modules and container walls, and (3)
varying module air inlet cross sections.

The blower was a 2000/1500 cubic-feet-per-minute
(CFM) two-speed model, set on the high speed.  The
blower was placed in the central top region of the
container, and oriented such that the air discharged
down into the central container, as shown in Figure
3-5.

Air Conditioners

Blower

Figure 3-5.  Forced air circulation scheme in
PM250 prototype container, after modifications.

To prevent air from circulating between the modules
and the container walls (bypassing the batteries in the
modules), baffling was installed to block this flow.
Air was drawn through the modules by a fan in the
power conditioning section of each module, and it
was returned to the top of the container between the
ends of the module and the end walls of the container.
 The inlet to the air conditioner (when turned on) was
therefore the warm air discharged from the modules.

To counteract the thermal gradients within the mod-
ules, air inlets were modified by increasing the inlet
cross-sectional area on the upper trays relative to the
lower trays.  This provided for slightly greater air
flow on the upper trays, as illustrated in Figure 3-6.

Po
w
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C

on
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ng

Figure 3-6.  Air circulation within the modules.

Temperature Impacts on String
Voltages
Data collected from the 40-minute discharge test on
November 17, 1993, provide a means to study the
impact of temperatures on string behavior, in par-
ticular the variations of temperature within a string.

Figure 3-7 illustrates the impact of temperature vari-
ability in end-of-discharge (EOD) voltages.  The
charts show individual battery voltages taken for
Modules 1 and 8 immediately before the completion
of the discharge, corresponding to the minimum
string voltage in Figure 3-2(a), at approximately 47
minutes of elapsed time.  Module 1, with the high
thermal variation across the string, shows a signifi-
cant range in EOD voltages relative to Module 8.
Because the data were taken during the same test and
under the same loads, the results suggest that tem-
perature differences are responsible for the differ-
ences in voltage distributions.

Indeed, the relationship between battery temperatures
and EOD voltage distribution is shown in Figure 3-8.
These charts, which show average discharge tem-
peratures over the full 40-minute discharge, indicate a
very strong relationship between these variables for
Module 1, which has a wide range of temperatures.
Module 8, representing a string in a more controlled
thermal environment, indicates a tight range of tem-
peratures and voltages.

A regression analysis was performed on Module 1,
for which a reasonable range of average temperatures
was available, and the correlation was shown to be
86.2%.  Regression coefficients and other statistical
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Figure 3-7.  End-of-discharge voltages on November 17, 1993, for all 48 batteries in (a) Module 1 and
(b) Module 8.
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Figure 3-8.  Relationship between EOD voltage and average discharge temperature for (a) Module 1 and
(b) Module 8.
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results are shown in Table 3-2, and the least-squares
curve fit is shown in Figure 3-8(a).

Table 3-2.  Regression Statistics
Showing Correlation Between

Average Discharge Temperature
and EOD Voltage

Multiple R 0.862

R Square 0.743

Adjusted R Square 0.692

Standard Error 0.0152

Observations 7

Intercept 1.507

X Variable 1 0.01416

The relationship between voltage and temperature is
further understood by viewing the EOD voltage dis-
tributions by tray level, illustrated in Figures 3-9 and
3-10.  EOD voltages in Module 1 clearly are higher in
the upper trays where temperatures are elevated.  On
the other hand, EOD voltages in Module 8 are not
strongly related to tray level.

In the PM250 prototype, electrical connections were
made such that string voltages were made of series
connections within and between trays.  Connections
between trays were in order of tray level (Tray 1,
Tray 2, etc.).  The negative half of the string corre-
sponded with the bottom two trays, while the positive
half corresponded with the upper two trays.

Thus, a voltage imbalance between the positive and
negative strings must have developed as a result of
the temperature imbalance.

String imbalance was identified during the course of
testing as an indicator of the health of the string (see
Chapter 4 for a more complete discussion).  An inde-
pendent measurement related to voltage imbalance
was taken and recorded in the data set, and this meas-
urement is shown in Figure 3-11 for Modules 1 and 8.
 As expected, the imbalance in Module 1 is substan-
tial, whereas the imbalance in Module 8 is not as sig-
nificant.

Temperature Impact
on Capacity
With a clear relationship between EOD voltage and
discharge temperature established, it is of interest to
determine the impact of temperature imbalance on
string behavior over the entire discharge period, not
only at the end of discharge.  Specifically, we wish to
investigate energy storage capacity as a key measure
of string performance.

Discounting small effects of ground leakage current,
all cells in a given string share the same current dur-
ing charge and discharge.  The energy capacity,
which is discharged by a given cell, is therefore cal-
culated from the string current and the cell voltage as

C i t v t dtcell str cell= ∫ ( ) ( ) ,

where the integration is performed over the duration
of the discharge.  While this calculation could be
made over the charging interval as well (which would
provide round-trip efficiencies), the data collected
were not sampled at a rate fast enough to adequately
match changes in voltage and current seen during the
manufacturer’s proprietary charge regime at the top
of charge.

The results are plotted in Figure 3-12, which corre-
lates cell capacities versus average temperatures from
Module 1.  The relationship is seen to be similar to
the EOD voltage curve, indicating that relationships
between cell voltages are preserved over the course of
the discharge.

The curve indicates that warmer batteries in the
string—those in the upper trays in the PM250 proto-
type—discharge more energy than cooler batteries.
These batteries, therefore, must have received more
charge during the charging portion of the cycle.  It is
expected that the imbalance in cell state of charge is
ultimately harmful to the weaker cells in the string
and would cause premature failure.  Premature failure
may be of particular concern when strings are con-
nected in parallel (unlike the PM250).
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Figure 3-11.  String imbalance for Modules 1 and 8 during 40-minute discharge.
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Figure 3-12.  Cell capacity versus average discharge temperature.
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4. End-of-Life Prediction
Battery replacements are expected to be a routine
activity for grid-connected BESS applications and a
significant contributor to life-cycle cost.  Battery re-
placements involve capital outlays for new batteries,
shipping and disposal fees for old batteries, and labor
costs to remove and replace batteries in the enclosure.
 Consequently, it is of interest to be able to predict
battery EOL in order to

•  maximize the useful life of the batteries
•  prevent unnecessary replacements
•  avoid costly downtime
•  schedule replacements in coordination with other

maintenance activity

While battery design optimization and EOL estimates
can be made readily with established float and auto-
motive applications, accurate EOL prediction meth-
odologies for deep cycle applications such as BESS
have remained elusive.  In these cases, EOL predic-
tion is complicated by inadequate understanding of
the impacts of depth of discharge, variable discharge
rates, frequency of cycling, fluctuating operating
temperatures, and charging methods.

String Failure
It is generally accepted that individual cell failures
within a string permit continued operation because
cells in lead-acid batteries fail in the shorted condi-
tion, for example, the string continues to conduct cur-
rent (at reduced capacity) with shorted cells.  Only
after several cells fail in a given string does the string
capacity degrade to a state considered to be the end of
life.

Individual cell failures therefore provide a convenient
diagnostic foundation for predicting impending string
failure.  While the impact of individual cells is unique
to each string design and battery make, the knowl-
edge of failed cells can broadly be applied as an indi-
cator of near-term string failure.

Goal of Analysis
In light of the above discussion, we seek to develop a
methodology for predicting battery string EOL based
on the determination of premature cell failures.

An EOL indicator should ideally be based on simple
measurements and straightforward statistical analysis.
Manufacturer life-cycle performance data is insuffi-
cient for this purpose because it assumes consistent
rates and depths of discharge under specific operating
conditions; these data are of little use in most utility
energy applications.  The technique should be

•  Easy to measure/calculate – It should require
few intrusive monitoring devices, avoid electro-
chemical modeling, and provide simple numeri-
cal or graphical signals to the existence of an
arising problem. 

•  Easy to communicate – It should be easily under-
stood by end-users who will ultimately use the
results to make decisions about battery replace-
ments.

•  Accurate – It should definitively indicate the
state of health of the string.  It should provide re-
sults that do not vary with external conditions.

•  Repeatable – It should provide consistent and
reliable conclusions.

Voltage Imbalance

Discovery of Failed Batteries

Two of the eight modules (Module 1 and Module 8)
in the prototype PM250 system were monitored for
individual voltages on each of the 48 batteries.  This
gave researchers the ability to closely watch the be-
havior of the strings, and to detect any single battery
problems that might occur.

The measurements led to an early discovery of defec-
tive batteries in Module 1.  Figure 4-1 shows a plot of
the average battery voltage and that of a single failed
battery in Module 1 during a baseline test performed
at the manufacturer’s facility.  The baseline test con-
sisted of a discharge for over an hour at approxi-
mately 167 kW.  The voltage across battery #15
shows a dramatic departure from the string average,
and drops to below 9.0 V at the end of discharge.

A subsequent baseline test performed shortly after the
system arrived at PG&E revealed similar behavior in
battery #15 and in battery #16.  Plans were made to
replace these batteries before continuing with qualifi-
cation tests.
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Figure 4-1.  Module 1 average battery voltage and failed battery voltage during early qualifying tests.

The shape of the voltage drop that occurred in the
two batteries during the baseline discharge also ap-
peared in the string imbalance voltage measurement
of Module 1.  This measurement was designed to
detect ground faults in the DC string, but also pro-
vided an indication of the voltage difference between
the top and bottom half of the module string.  In ideal
string conditions, this value should be zero, but sev-
eral factors cause discrepancies between the two.
Clearly one such factor is a failed battery in one half
of the string.

Because the imbalance voltage was measured in every
module, it was concluded that the detection of a
similar profile might prove a convenient indicator for
a failing battery or batteries.  The supposition was
validated with Module 3, as illustrated in Figure 4-2.
This figure shows the imbalance voltage across all
eight modules during the second baseline.

While not as dramatic as the drop in Module 1, the
imbalance voltage in Module 3 displays the charac-
teristic falloff that precedes the drop normally ex-
pected towards the end of a deep discharge.  Module
3 was inspected when the batteries of Module 1 were
replaced and was indeed found to have a defective
battery.  In tests immediately following the battery
replacements in these two modules, the imbalance
voltage profiles were similar to those of the other
modules.

Imbalance Voltage Measurement

The string imbalance voltage measurement is illus-
trated in Figure 4-3.  The battery string feeds a paral-
lel capacitor bus in the DC-AC converter.  The total
voltages across the battery string and capacitor circuit
are the same, so that 

2V = Vtop + Vbot

The capacitor bus is center-point grounded and uses
resistors to maintain balanced voltages across the top
and bottom half.  Therefore, any discrepancies be-
tween Vtop and Vbot of the battery string creates a po-
tential (Vimb) across the grounding resistor.  There-
fore,

Vimb = Vbot - V

For example, if the total string voltage (2xV) is
600 Vdc, then the capacitor bus maintains 300 Vdc
on the top and bottom half.  If Vtop = 302 Vdc, then
Vbot = 298 Vdc.  The difference between Vtop and Vbot
is 4 Vdc, and the imbalance voltage Vimb is equal to
−2 Vdc (298 – 300).

Imbalance Voltage Characteristics

Repeated testing revealed that the imbalance voltage
tends to drop over the course of a  deep-cycle dis-
charge, even if all the batteries are healthy.  This can
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Figure 4-3.  Voltage imbalance measurement circuit.

be seen in the imbalance voltages of Figure 4-2 de-
scribed earlier.  The phenomenon is attributed to the
fact that the bottom half of the string, which is physi-
cally located on trays below the top half of the string,
operates slightly cooler.  Cooler batteries have less
capacity than warmer ones, and therefore incur a
greater voltage drop when supplying the same amount
of current.

The impact of this tendency on using the imbalance
voltage as a battery diagnostic tool is not consistent.
If the failed battery or batteries are located on the
bottom half of the string, the reduced voltage com-

pounds the drop over time, and is clearly apparent.  A
failed battery in the top half of the string, however,
would tend to pull the imbalance voltage up, and off-
set the expected drop over time.  As a result, no clear
pattern in the imbalance voltage may emerge from
such a case.

Furthermore, the detection of a failed battery on the
bottom half of a string may be obscured if there is
another failed battery on the top half.  This phenome-
non can be illustrated by the imbalance voltage meas-
urements made in Module 1 during the latter portion
of the test period.  Figure 4-4 shows how the imbal-
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ance voltage profiles change over these later base-
lines (after failed batteries #15 and #16 were re-
placed).  While the voltage drops are significant to-
wards the end of discharge, there is not a clear drop-
off early in the discharge as was evident in the earlier
case.  However, the individual battery monitors in
Module 1 revealed one battery (#43) that appeared to
have failed, and another (#9) that was at the very least
abnormally low, during the Baseline #6 test.  These
batteries are illustrated by the measured voltages
shown in Figure 4-5.  Note that the problem batteries
are on either side of the mid-point voltage, each

counteracting the effect of the other in the imbalance
measurement.

Despite these inconsistencies, the existence of failed
batteries was detected from the imbalance voltage in
at least two other modules over the course of testing.
The imbalance voltage histories for Modules 2 and 3
are shown, respectively, in Figure 4-6.  Module 2
shows pronounced problems in both Baseline 5 and
especially Baseline 6, whereas Module 3 voltages
show no clear problem until Baseline 6.
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Figure 4-4.  Module 1 imbalance voltages over the course of several baseline tests.
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Figure 4-5.  Module 1 average, battery #9 and #43 voltages during Baseline test #6.
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Figure 4-6.  Imbalance voltage histories for (a) Module 2 and (b) Module 3.

Quarter-String Measurements
Dividing the string measurement into four quarters
may significantly improve failure diagnostic capabili-
ties in cases where a problem battery exists on both
the bottom and top half of the string.  Such a meas-
urement requires only two additional monitoring
channels per module.  Currently, leads are attached to
the bottom of the string, the top of the string, and at
the positive terminal of battery #24.  The extra two

leads would be connected to the positive terminal of
batteries #12 and #36.

The usefulness of quarter-string measurements de-
rives partially from the phenomenon described earlier
in which the voltage on the bottom half of the string
tends to decrease relative to that of the top half during
a deep discharge.
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The average battery voltage in the top half of the
string should increase relative to the average of the
entire string, while the average on the lower half of
the string should decrease proportionally.

Figure 4-7 illustrates this voltage effect.  The lines
labeled Q1 through Q4 represent the difference be-
tween the average battery voltage in each corre-
sponding quarter string and the total string average. 
Specifically,

Q1 = VQ1/12 – Vstring / 48,
Q2 = VQ2/12 – Vstring / 48,
Q3 = VQ3/12 – Vstring / 48, and
Q4 = VQ4/12 – Vstring / 48,

where

VQ1 = the voltage measured from battery #12 to
the bottom of the string,
VQ2 = the voltage measured from battery #24 to
battery #12,
VQ3 = the voltage measured from battery #36 to
battery #24, and
VQ1 = the voltage measured from the top of the
string to battery #36.

So, while Q1 and Q2 drop with respect to the aver-
age, Q3 and Q4 increase.  The sum of all four at any
given time should ideally equal zero.

Figure Fig. 4-7 shows the quarter-string averages as
they deviate from the total string average in Module 1
during the factory baseline test.  Note the pronounced
drop in Q2 (batteries 13 through 24), which, from the
intensive monitoring, is known to be caused by the
failure of battery #15.  There is also a slight decay in
Q4, an early indicator of the deterioration of battery
#43.

Figure 4-8 shows the same measurements in Module
1 during Baseline 6 (after failed battery #15 was re-
placed).  As described earlier, this test revealed
nothing conclusive from the imbalance voltage, pre-
sumably due to the existence of problematic batteries
on both the top and bottom half of the battery string.
The quarter strings shown here, however, reveal a
clear failure in Q4 (known to be battery #43), and a
potential failure in Q1 (known to be battery #9).

Additional Considerations
The use of quarter-string measurements may signifi-
cantly improve the detection of failed batteries in a
string.  Voltage imbalance is shown to be an indicator
of failed batteries, but under some conditions may be
unreliable.

The quarter-string technique is a more reliable indi-
cator of failed batteries because double cell failures
can be detected and isolated in the quarter strings. 
Only in the condition that each quarter string contains
the same number of failed cells would the problem go
undetected, but the probability of this occurring is
expected to be very small because the failure would
be noticed before the condition ever occurred.

Other factors may obscure the diagnosis, such as the
distribution of batteries that have not yet failed but
are operating at lower than average voltages.  Even in
these cases, however, failed batteries should reveal
themselves if their voltage drop shows up sufficiently
early in the discharge period.

It is important to note that batteries failing within the
PM250 module strings do not cause outright module
or system failures.  The cell failures and reversals fail
as a short, thus allowing current to continue flowing
through the string.  Their existence shortens module
life by compounding imbalances in the batteries’ state
of charge and accelerating the occurrence of voltage-
cutoff violations at the end of a discharge.

In the case of the PM250, cell failures may cause a
more immediate loss of a module if imbalance volt-
ages exceed ground fault limits.  Apart from the pre-
dictive indicators described in this section, other gen-
eral indicators of a module’s ill health were revealed
during the PM250 testing.  Most notable is the total
string voltage at the beginning and end of discharge.
Modules with consistently lower voltages at the be-
ginning of a discharge were unable to receive ade-
quate charging.  This type of pattern typically
emerges far in advance of the module reaching its
defined EOL capacity.
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Figure 4-7.  Module 1, Baseline 1; Average battery voltage in each quarter string relative to string average.
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5. Conclusions
The experience with the PM250 was an excellent
opportunity to address many system-level issues
faced by designers of grid-connected BESS systems.
Most of the issues uncovered during testing are appli-
cable to energy storage systems in general, not only to
the PM250 design.  The key conclusions are dis-
cussed below.

Battery Technology
System designers face a difficult choice in the selec-
tion of battery technologies.  For long storage appli-
cations, batteries account for a significant portion of
the overall capital cost, and the reliability of the sys-
tem is largely driven by performance of the batteries
over many cycles.  Low-cost automotive or marine
batteries exist in high production volumes, but their
low cycle lives require that batteries be replaced on a
regular schedule, driving up system life-cycle costs. 
Advanced battery technologies may be able to meet
cycling, cost, and energy density requirements of
BESS market constraints.

Charge Control
The battery designers of the prototype PM250 im-
plemented novel charging methods that were intended
to enhance cycle life and system reliability. Such
charging methods are now possible through fine con-
trol of advanced integrated gate bipolar transistor
power conditioning systems.  While we lack a solid
understanding of the effects of such charging meth-
ods, it appears that BESS systems will benefit from
this approach.

Utility Protection
Each utility has rigorous interconnection require-
ments that must be met by the BESS designers as a
condition of connecting to the grid.  While the re-
quirements are generally well defined for rotating
generators found at independent power producers and
cogenerators, utility protection engineers have begun
only recently to address protection schemes involving
solid-state inverters and power conditioning equip-
ment.

Traditionally, protection has been accomplished with
mechanical relays.  However, BESS systems are gen-
erally capable of meeting requirements through the
use of solid-state controls, and the acceptance of
these devices by utility engineers will be important
for the widespread introduction of BESS into the
utility environment.  Some photovoltaic inverters
have been pre-approved by utilities, and it will be
important for BESS manufacturers to follow this ap-
proach.  Pre-approvals will lower the overall installa-
tion cost since utility protection engineers will be
familiar with the equipment and will not have to re-
view each BESS installation on a case-by-case basis.

Load Following
“Smart” dispatch strategies such as load following
enable peaks to be met with minimal battery hardware
investment.  However, the communications schemes
required to implement load following in a utility envi-
ronment are complex, and implementation requires
some customization for compatibility with existing
SCADA infrastructure.

Thermal Regulation
Thermal regulation turns out to be a major factor in
the performance and reliability of the BESS system.
The HVAC system must be designed to maintain
overall battery temperature limits and must minimize
thermal gradients within series-connected strings.

Thermal gradients in the PM250 battery container
and within modules necessitated air flow modifica-
tions, including the addition of a high-capacity blower
and changes to the air flow pathways to increase
overall air circulation and improve convective heat
transfer.

End-of-Life Prediction
It is highly desirable to be able to predict battery EOL
in order to facilitate battery replacement scheduling
and avoid downtime.  However, measurement of in-
dividual battery voltages, while accurate, is costly and
impractical.
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The analysis of string behavior in the PM250 re-
vealed that four “quarter-string” voltages can provide
very good indication of the health of the string while
requiring only four voltage measurements.  Since this

technique isolates weak cells in the quarter string, the
cell counterbalance problem of the earlier proposed
“string imbalance” method is overcome.
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Appendix A
Data Acquisition System

The data acquisition system used during the PM250
prototype testing was incorporated by design into a
PC-based supervisory control and data acquisition
(SCADA) system.  The design was intended to
facilitate integration with Pacific Gas and Electric
Company’s (PG&E’s) SCADA communications
standards such that the system could easily be
transported and installed in the field and controlled
through one of PG&E’s dispatch centers.

The most common SCADA implementation at PG&E
for both transmission and distribution control was on
a VAX network using proprietary PG&E
communications protocols.  A low-cost alternative to
the VAX package, however, was developed in-house
by PG&E software developers and was gradually
being introduced into the hydroelectric system and
other niche locations.

PC-SCADA for Windows was the ideal platform to
demonstrate control and data acquisition of the
PM250 because it was low cost, provided for
customization, and was fully compatible with the
VAX standard.

The SCADA design incorporated two industry-
standard RTUs for monitoring detailed module
information (this equipment was provided by Electric
Power Research Institute).  Most container and gross
module-level information was collected in a “master
computer” in the container, which was programmed
to communicate with the PG&E protocol.  A detailed
list of data points is provided in Appendix B.

Figure A-1 shows a block diagram of the
SCADA/DAS configuration.  Signals to the data
acquisition system (DAS) system that indicate a
hazard condition had parallel contacts to notify the
site manager by pager.  These signals include
container smoke detection, excessive hydrogen
detection, and system shutdown.

The sampling time of the DAS system for each
channel was about 5 seconds; however, the number
of averages was changed depending upon the
requirements of each test.  Typically, closely
monitored tests include data averaged and stored each
minute, while data between tests represented 15-
minute intervals.
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Figure A-1.  SCADA and DAS system layout.
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Table A-1 summarizes the system parameters and
module-intensive parameters that were monitored or

calculated and maintained in the database.   

Table A-1.  DAS Database Parameters

DAS System Monitoring Standard or
EPRI data

Comments

Measured Parameters
-  DC string voltages (8) S 1 per module
-  sample battery voltages (18) E 3 per the 6 non-intensive modules
-  DC string currents (8) S 1 per module
-  ground currents (8) S 1 per module; voltage measurement
-  sample battery temperatures (8) S 1 per module
-  AC rms voltage (3) E container, 1 per phase
-  AC rms current (3) E container, 1 per phase
-  container kW (1) E 3-phase measurement
-  container kVAR (1) E 3-phase measurement
-  HVAC status (3) S on/off indication;  cooler (2) and heater
-  container temperature (1) S
-  container hydrogen concentration (1) S
-  container smoke detection (1) S
-  control setpoints (19) S status of settings

Calculated Parameters
-  module kWdc (8)
-  module kWac (8)
-  DC-AC efficiencies (9) 1 per module, and container aggregate
-  module kVAR (8)
-  container power factor (1)
-  state of charge (SOC) (1) Calculated from battery voltage
-  energy available (1) at present discharge rate
-  discharge time remaining (1) at present discharge rate
-  cumulative energy in kWh (9) module and aggregate

Modules 1&8 Measured Parameters (Intensively monitored)
-  battery voltages (96) E 2 modules, 48 batteries each
-  string currents (2) E 1 additional per module (4 total)
-  battery temperatures (12) E 6 per module
-  inlet air temperatures (2) E 1 per module
-  outlet air temperatures (4) E 3 per module
-  PCS temperatures (6) E 3 per module
-  hydrogen concentration (2) E 1 in manifold, 1 in Module 1
-  system auxiliary power (1) E for HVAC effectiveness
-  ambient temperature (1) E for container ambient conditions
-  container temperatures (6) E additional for remaining 6 modules
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Appendix B
Points List

Table B-1 shows all of the parameters that were
collected and archived through the SCADA system
and associated data management tools.  The RTU
column indicates whether the point originated from
the PM250 on-board master computer, one of the two
module-level RTUs, or was calculated prior to

storage in the database.  Note that some data were
collected by independent PG&E instrumentation (the
power transducer data and ambient temperature), and
this was fed to the master computer using spare
channels.

Table B-1.  SCADA Points List

ID RTU Point Name Units Comments

1 Date/Time Date and time of sample average.

2 FormatNum

3 NumScans

4 ACB_CONTAINER VDC_STR1 V String (module) voltage.

5 ACB_CONTAINER VDC_STR2 V String (module) voltage.

6 ACB_CONTAINER VDC_STR3 V String (module) voltage.

7 ACB_CONTAINER VDC_STR4 V String (module) voltage.

8 ACB_CONTAINER VDC_STR5 V String (module) voltage.

9 ACB_CONTAINER VDC_STR6 V String (module) voltage.

10 ACB_CONTAINER VDC_STR7 V String (module) voltage.

11 ACB_CONTAINER VDC_STR8 V String (module) voltage.

12 ACB_CONTAINER IDC_STR1 A String (module) current.

13 ACB_CONTAINER IDC_STR2 A String (module) current.

14 ACB_CONTAINER IDC_STR3 A String (module) current.

15 ACB_CONTAINER IDC_STR4 A String (module) current.

16 ACB_CONTAINER IDC_STR5 A String (module) current.

17 ACB_CONTAINER IDC_STR6 A String (module) current.

18 ACB_CONTAINER IDC_STR7 A String (module) current.

19 ACB_CONTAINER IDC_STR8 A String (module) current.

20 ACB_CONTAINER VDC_GND1 V Ground voltage.

21 ACB_CONTAINER VDC_GND2 V Ground voltage.

22 ACB_CONTAINER VDC_GND3 V Ground voltage.

23 ACB_CONTAINER VDC_GND4 V Ground voltage.

24 ACB_CONTAINER VDC_GND5 V Ground voltage.

25 ACB_CONTAINER VDC_GND6 V Ground voltage.

26 ACB_CONTAINER VDC_GND7 V Ground voltage.

27 ACB_CONTAINER VDC_GND8 V Ground voltage.

28 ACB_CONTAINER TBAT_MOD1 DEG_C Sample battery temperature in module.

29 ACB_CONTAINER TBAT_MOD2 DEG_C Sample battery temperature in module.
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ID RTU Point Name Units Comments

30 ACB_CONTAINER TBAT_MOD3 DEG_C Sample battery temperature in module.

31 ACB_CONTAINER TBAT_MOD4 DEG_C Sample battery temperature in module.

32 ACB_CONTAINER TBAT_MOD5 DEG_C Sample battery temperature in module.

33 ACB_CONTAINER TBAT_MOD6 DEG_C Sample battery temperature in module.

34 ACB_CONTAINER TBAT_MOD7 DEG_C Sample battery temperature in module.

35 ACB_CONTAINER TBAT_MOD8 DEG_C Sample battery temperature in module.

36 ACB_CONTAINER TPCS_MOD1 DEG_C PCS heat sink temperature in module.

37 ACB_CONTAINER TPCS_MOD2 DEG_C PCS heat sink temperature in module.

38 ACB_CONTAINER TPCS_MOD3 DEG_C PCS heat sink temperature in module.

39 ACB_CONTAINER TPCS_MOD4 DEG_C PCS heat sink temperature in module.

40 ACB_CONTAINER TPCS_MOD5 DEG_C PCS heat sink temperature in module.

41 ACB_CONTAINER TPCS_MOD6 DEG_C PCS heat sink temperature in module.

42 ACB_CONTAINER TPCS_MOD7 DEG_C PCS heat sink temperature in module.

43 ACB_CONTAINER TPCS_MOD8 DEG_C PCS heat sink temperature in module.

44 ACB_CONTAINER PAC_MOD_CTRL_PNT KW Container control point.

45 ACB_CONTAINER Q_MOD_CTRL_PNT KVAR Container control point.

46 ACB_CONTAINER PAC_CTRL_PNT KW Container control point.

47 ACB_CONTAINER Q_CTRL_PNT KVAR Container control point.

48 ACB_CONTAINER IAC_MOD_CTRL_PNT A Container control point.

49 ACB_CONTAINER PAC KW Container meas power.

50 ACB_CONTAINER Q KVAR Container meas reactive power

51 ACB_CONTAINER IAC_PHA A-RMS Container meas AC current, A phase.

52 ACB_CONTAINER IAC_PHB A-RMS Container meas AC current, B phase.

53 ACB_CONTAINER IAC_PHC A-RMS Container meas AC current, C phase.

54 ACB_CONTAINER VAC_PHA V-RMS Container AC voltage, AB phase.

55 ACB_CONTAINER VAC_PHB V-RMS Container AC voltage, BC phase.

56 ACB_CONTAINER VAC_PHC V-RMS Container AC voltage, CA phase.

57 ACB_CONTAINER SOC % Container state of charge (SOC) (calc from
battery voltage).

58 ACB_CONTAINER AVAIL_KWH % Cont energy avail at discharge rate (calc).

59 ACB_CONTAINER H2_CONC % Container hydrogen concentration (center).

60 ACB_CONTAINER T_CONT DEG_C Container internal temperature.

61 ACB_CONTAINER PAC_SET_PNT KW Container user requested power.

62 ACB_CONTAINER Q_SET_PNT KVAR Container user requested reactive power.

63 ACB_CONTAINER AVAIL_MIN MIN Time remaining at discharge rate (calc).

64 ACB_CONTAINER SHUTDOWN Digital Status indicator - shutdown mode.

65 ACB_CONTAINER STANDBY Digital Status indicator - standby mode.

66 ACB_CONTAINER CHG_MODE Digital Status indicator - charge mode.

67 ACB_CONTAINER DIS_MODE Digital Status indicator - discharge mode.

68 ACB_CONTAINER AUTO_CHG_MODE Digital Status indicator - auto charge mode.

69 ACB_CONTAINER END_OF_DISCHARGE Digital Status indicator - end of discharge.
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70 ACB_CONTAINER TOP_OF_CHARGE Digital Status indicator - top of charge.

71 ACB_CONTAINER CONS_VARS Digital Status indicator - consuming reactive power.

72 ACB_CONTAINER PROD_VARS Digital Status indicator - producing reactive power.

73 ACB_CONTAINER COOLER1_STS Digital Status indicator - coolers 1 & 2 on.

74 ACB_CONTAINER COOLER2_STS Digital Status indicator - cooler 3&4 on.

75 ACB_CONTAINER CONT_COLD Digital Status indicator - container under temp.

76 ACB_CONTAINER SMK_ALRM Digital Status indicator - smoke in container.

77 ACB_CONTAINER CONT_HOT Digital Status indicator - container over temp.

78 ACB_CONTAINER H2_ALRM Digital Status indicator - excess hydrogen.

79 ACB_CONTAINER E_STOP Digital Status indicator - emergency button pushed.

80 ACB_CONTAINER ENABLE Digital Status indicator - enable switch on.

81 ACB_CONTAINER CB_5227_STS Digital Status indicator - test facility breaker.

82 ACB_CONTAINER H2_BLOWER Digital Status indicator - hydrogen blower on.

83 ACB_CONTAINER DOOR_OPEN Digital Status indicator - container door open.

84 ACB_CONTAINER COMM_ERR Digital Status indicator - communications error.

85 ACB_CONTAINER CMD_INVALID Digital Status indicator - command invalid.

86 ACB_CONTAINER FAULT_MOD1 Digital Module Fault.

87 ACB_CONTAINER FAULT_MOD2 Digital Module Fault.

88 ACB_CONTAINER FAULT_MOD3 Digital Module Fault.

89 ACB_CONTAINER FAULT_MOD4 Digital Module Fault.

90 ACB_CONTAINER FAULT_MOD5 Digital Module Fault.

91 ACB_CONTAINER FAULT_MOD6 Digital Module Fault.

92 ACB_CONTAINER FAULT_MOD7 Digital Module Fault.

93 ACB_CONTAINER FAULT_MOD8 Digital Module Fault.

94 ACB_INTENSIVE_1 VDC_MOD1_BAT01 V Single battery voltage.

95 ACB_INTENSIVE_1 VDC_MOD1_BAT02 V Single battery voltage.

96 ACB_INTENSIVE_1 VDC_MOD1_BAT03 V Single battery voltage.

97 ACB_INTENSIVE_1 VDC_MOD1_BAT04 V Single battery voltage.

98 ACB_INTENSIVE_1 VDC_MOD1_BAT05 V Single battery voltage.

99 ACB_INTENSIVE_1 VDC_MOD1_BAT06 V Single battery voltage.

100 ACB_INTENSIVE_1 VDC_MOD1_BAT07 V Single battery voltage.

101 ACB_INTENSIVE_1 VDC_MOD1_BAT08 V Single battery voltage.

102 ACB_INTENSIVE_1 VDC_MOD1_BAT09 V Single battery voltage.

103 ACB_INTENSIVE_1 VDC_MOD1_BAT10 V Single battery voltage.

104 ACB_INTENSIVE_1 VDC_MOD1_BAT11 V Single battery voltage. BAD: use est below.

105 ACB_INTENSIVE_1 VDC_MOD1_BAT12 V Single battery voltage. BAD: use est below.

106 ACB_INTENSIVE_1 VDC_MOD1_BAT13 V Single battery voltage.

107 ACB_INTENSIVE_1 VDC_MOD1_BAT14 V Single battery voltage.

108 ACB_INTENSIVE_1 VDC_MOD1_BAT15 V Single battery voltage.

109 ACB_INTENSIVE_1 VDC_MOD1_BAT16 V Single battery voltage.
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110 ACB_INTENSIVE_1 VDC_MOD1_BAT17 V Single battery voltage.

111 ACB_INTENSIVE_1 VDC_MOD1_BAT18 V Single battery voltage.

112 ACB_INTENSIVE_1 VDC_MOD1_BAT19 V Single battery voltage.

113 ACB_INTENSIVE_1 VDC_MOD1_BAT20 V Single battery voltage.

114 ACB_INTENSIVE_1 VDC_MOD1_BAT21 V Single battery voltage.

115 ACB_INTENSIVE_1 VDC_MOD1_BAT22 V Single battery voltage.

116 ACB_INTENSIVE_1 VDC_MOD1_BAT23 V Single battery voltage.

117 ACB_INTENSIVE_1 VDC_MOD1_BAT24 V Single battery voltage.

118 ACB_INTENSIVE_1 VDC_MOD1_BAT25 V Single battery voltage.

119 ACB_INTENSIVE_1 VDC_MOD1_BAT26 V Single battery voltage.

120 ACB_INTENSIVE_1 VDC_MOD1_BAT27 V Single battery voltage.

121 ACB_INTENSIVE_1 VDC_MOD1_BAT28 V Single battery voltage.

122 ACB_INTENSIVE_1 VDC_MOD1_BAT29 V Single battery voltage.

123 ACB_INTENSIVE_1 VDC_MOD1_BAT30 V Single battery voltage.

124 ACB_INTENSIVE_1 VDC_MOD1_BAT31 V Single battery voltage.

125 ACB_INTENSIVE_1 VDC_MOD1_BAT32 V Single battery voltage.

126 ACB_INTENSIVE_1 VDC_MOD1_BAT33 V Single battery voltage.

127 ACB_INTENSIVE_1 VDC_MOD1_BAT34 V Single battery voltage.

128 ACB_INTENSIVE_1 VDC_MOD1_BAT35 V Single battery voltage.

129 ACB_INTENSIVE_1 VDC_MOD1_BAT36 V Single battery voltage.

130 ACB_INTENSIVE_1 VDC_MOD1_BAT37 V Single battery voltage.

131 ACB_INTENSIVE_1 VDC_MOD1_BAT38 V Single battery voltage.

132 ACB_INTENSIVE_1 VDC_MOD1_BAT39 V Single battery voltage.

133 ACB_INTENSIVE_1 VDC_MOD1_BAT40 V Single battery voltage.

134 ACB_INTENSIVE_1 VDC_MOD1_BAT41 V Single battery voltage.

135 ACB_INTENSIVE_1 VDC_MOD1_BAT42 V Single battery voltage.

136 ACB_INTENSIVE_1 VDC_MOD1_BAT43 V Single battery voltage.

137 ACB_INTENSIVE_1 VDC_MOD1_BAT44 V Single battery voltage.

138 ACB_INTENSIVE_1 VDC_MOD1_BAT45 V Single battery voltage.

139 ACB_INTENSIVE_1 VDC_MOD1_BAT46 V Single battery voltage.

140 ACB_INTENSIVE_1 VDC_MOD1_BAT47 V Single battery voltage.

141 ACB_INTENSIVE_1 VDC_MOD1_BAT48 V Single battery voltage.

142 ACB_INTENSIVE_1 T_MOD1_BAT01 DEG_C Temperature of indicated battery.

143 ACB_INTENSIVE_1 T_MOD1_BAT03 DEG_C Temperature of indicated battery.

144 ACB_INTENSIVE_1 T_MOD1_BAT16 DEG_C Temperature of indicated battery.  BAD

145 ACB_INTENSIVE_1 T_MOD1_BAT20 DEG_C Temperature of indicated battery.

146 ACB_INTENSIVE_1 T_MOD1_BAT30 DEG_C Temperature of indicated battery.

147 ACB_INTENSIVE_1 T_MOD1_BAT35 DEG_C Temperature of indicated battery.

148 ACB_INTENSIVE_1 T_MOD1_BAT41 DEG_C Temperature of indicated battery.

149 ACB_INTENSIVE_1 T_MOD1_BAT42 DEG_C Temperature of indicated battery.
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150 ACB_INTENSIVE_1 T_IN_AIR_MOD1 DEG_C Module inlet air temperature.

151 ACB_INTENSIVE_1 T_OUT_AIR1_MOD1 DEG_C Module outlet air temperature.

152 ACB_INTENSIVE_1 T_OUT_AIR2_MOD1 DEG_C Module outlet air temperature.

153 ACB_INTENSIVE_1 T_HT_SNK_MOD1 DEG_C Module PCS heat sink temperature.

154 ACB_INTENSIVE_1 T_REACT_MOD1 DEG_C Module reactor temperature.

155 ACB_INTENSIVE_1 IDC_POS_STR1 A Module DC string current on positive section.

156 ACB_INTENSIVE_1 IDC_NEG_STR1 A Module DC string current on negative section.

157 ACB_INTENSIVE_1 VDC_MOD8_BAT01 V Single battery voltage.

158 ACB_INTENSIVE_1 VDC_MOD8_BAT02 V Single battery voltage.

159 ACB_INTENSIVE_1 VDC_MOD8_BAT03 V Single battery voltage.

160 ACB_INTENSIVE_1 VDC_MOD8_BAT04 V Single battery voltage.

161 ACB_INTENSIVE_1 VDC_MOD8_BAT05 V Single battery voltage.

162 ACB_INTENSIVE_1 VDC_MOD8_BAT06 V Single battery voltage.

163 ACB_INTENSIVE_1 VDC_MOD8_BAT07 V Single battery voltage.

164 ACB_INTENSIVE_1 VDC_MOD8_BAT08 V Single battery voltage.

165 ACB_INTENSIVE_1 VDC_MOD8_BAT09 V Single battery voltage.

166 ACB_INTENSIVE_1 VDC_MOD8_BAT10 V Single battery voltage.

167 ACB_INTENSIVE_1 VDC_MOD8_BAT11 V Single battery voltage.

168 ACB_INTENSIVE_1 VDC_MOD8_BAT12 V Single battery voltage.

169 ACB_INTENSIVE_1 VDC_MOD8_BAT13 V Single battery voltage.

170 ACB_INTENSIVE_1 VDC_MOD8_BAT14 V Single battery voltage.

171 ACB_INTENSIVE_1 VDC_MOD8_BAT15 V Single battery voltage.

172 ACB_INTENSIVE_1 VDC_MOD8_BAT16 V Single battery voltage.

173 ACB_INTENSIVE_1 VDC_MOD8_BAT17 V Single battery voltage.

174 ACB_INTENSIVE_1 VDC_MOD8_BAT18 V Single battery voltage.

175 ACB_INTENSIVE_1 VDC_MOD8_BAT19 V Single battery voltage. BAD: use est below.

176 ACB_INTENSIVE_1 VDC_MOD8_BAT20 V Single battery voltage. BAD: use est below.

177 ACB_INTENSIVE_1 VDC_MOD8_BAT21 V Single battery voltage.

178 ACB_INTENSIVE_1 VDC_MOD8_BAT22 V Single battery voltage.

179 ACB_INTENSIVE_1 VDC_MOD8_BAT23 V Single battery voltage.

180 ACB_INTENSIVE_1 VDC_MOD8_BAT24 V Single battery voltage.

181 ACB_INTENSIVE_1 VDC_MOD8_BAT25 V Single battery voltage.

182 ACB_INTENSIVE_1 VDC_MOD8_BAT26 V Single battery voltage.

183 ACB_INTENSIVE_1 VDC_MOD8_BAT27 V Single battery voltage.

184 ACB_INTENSIVE_1 VDC_MOD8_BAT28 V Single battery voltage.

185 ACB_INTENSIVE_1 VDC_MOD8_BAT29 V Single battery voltage.

186 ACB_INTENSIVE_1 VDC_MOD8_BAT30 V Single battery voltage.

187 ACB_INTENSIVE_1 VDC_MOD8_BAT31 V Single battery voltage.

188 ACB_INTENSIVE_1 VDC_MOD8_BAT32 V Single battery voltage.

189 ACB_INTENSIVE_2 VDC_MOD8_BAT33 V Single battery voltage.
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190 ACB_INTENSIVE_2 VDC_MOD8_BAT34 V Single battery voltage.

191 ACB_INTENSIVE_2 VDC_MOD8_BAT35 V Single battery voltage.

192 ACB_INTENSIVE_2 VDC_MOD8_BAT36 V Single battery voltage.

193 ACB_INTENSIVE_2 VDC_MOD8_BAT37 V Single battery voltage.

194 ACB_INTENSIVE_2 VDC_MOD8_BAT38 V Single battery voltage.

195 ACB_INTENSIVE_2 VDC_MOD8_BAT39 V Single battery voltage.

196 ACB_INTENSIVE_2 VDC_MOD8_BAT40 V Single battery voltage.

197 ACB_INTENSIVE_2 VDC_MOD8_BAT41 V Single battery voltage.

198 ACB_INTENSIVE_2 VDC_MOD8_BAT42 V Single battery voltage.

199 ACB_INTENSIVE_2 VDC_MOD8_BAT43 V Single battery voltage.

200 ACB_INTENSIVE_2 VDC_MOD8_BAT44 V Single battery voltage.

201 ACB_INTENSIVE_2 VDC_MOD8_BAT45 V Single battery voltage.

202 ACB_INTENSIVE_2 VDC_MOD8_BAT46 V Single battery voltage.

203 ACB_INTENSIVE_2 VDC_MOD8_BAT47 V Single battery voltage.

204 ACB_INTENSIVE_2 VDC_MOD8_BAT48 V Single battery voltage.

205 ACB_INTENSIVE_2 T_MOD8_BAT01 DEG_C Temperature on outside of indicated battery.

206 ACB_INTENSIVE_2 T_MOD8_BAT03 DEG_C Temperature on outside of indicated battery.

207 ACB_INTENSIVE_2 T_MOD8_BAT16 DEG_C Temperature on outside of indicated battery.

208 ACB_INTENSIVE_2 T_MOD8_BAT20 DEG_C Temperature on outside of indicated battery.

209 ACB_INTENSIVE_2 T_MOD8_BAT30 DEG_C Temperature on outside of indicated battery.

210 ACB_INTENSIVE_2 T_MOD8_BAT35 DEG_C Temperature on outside of indicated battery.

211 ACB_INTENSIVE_2 T_MOD8_BAT41 DEG_C Temperature on outside of indicated battery.

212 ACB_INTENSIVE_2 T_MOD8_BAT42 DEG_C Temperature on outside of indicated battery.

213 ACB_INTENSIVE_2 T_IN_AIR_MOD8 DEG_C Module inlet air temperature.

214 ACB_INTENSIVE_2 T_OUT_AIR1_MOD8 DEG_C Module outlet air temperature.

215 ACB_INTENSIVE_2 T_OUT_AIR2_MOD8 DEG_C Module outlet air temperature.

216 ACB_INTENSIVE_2 T_HT_SNK_MOD8 DEG_C Module PCS heat sink temperature.

217 ACB_INTENSIVE_2 T_REACT_MOD8 DEG_C Module reactor temperature.

218 ACB_INTENSIVE_2 IDC_POS_STR8 A Module DC string current on positive section.

219 ACB_INTENSIVE_2 IDC_NEG_STR8 A Module DC string current on negative section.

220 ACB_INTENSIVE_2 VDC_MOD2_BAT37 V Sample battery voltage on indicated battery.

221 ACB_INTENSIVE_2 VDC_MOD2_BAT38 V Sample battery voltage on indicated battery.

222 ACB_INTENSIVE_2 VDC_MOD2_BAT39 V Sample battery voltage on indicated battery.

223 ACB_INTENSIVE_2 VDC_MOD3_BAT37 V Sample battery voltage on indicated battery.

224 ACB_INTENSIVE_2 VDC_MOD3_BAT38 V Sample battery voltage on indicated battery.

225 ACB_INTENSIVE_2 VDC_MOD3_BAT39 V Sample battery voltage on indicated battery.

226 ACB_INTENSIVE_2 VDC_MOD4_BAT37 V Sample battery voltage on indicated battery.

227 ACB_INTENSIVE_2 VDC_MOD4_BAT38 V Sample battery voltage on indicated battery.

228 ACB_INTENSIVE_2 VDC_MOD4_BAT39 V Sample battery voltage on indicated battery.

229 ACB_INTENSIVE_2 VDC_MOD5_BAT37 V Sample battery voltage on indicated battery.
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230 ACB_INTENSIVE_2 VDC_MOD5_BAT38 V Sample battery voltage on indicated battery.

231 ACB_INTENSIVE_2 VDC_MOD5_BAT39 V Sample battery voltage on indicated battery.

232 ACB_INTENSIVE_2 VDC_MOD6_BAT37 V Sample battery voltage on indicated battery.

233 ACB_INTENSIVE_2 VDC_MOD6_BAT38 V Sample battery voltage on indicated battery.

234 ACB_INTENSIVE_2 VDC_MOD6_BAT39 V Sample battery voltage on indicated battery.

235 ACB_INTENSIVE_2 VDC_MOD7_BAT37 V Sample battery voltage on indicated battery.

236 ACB_INTENSIVE_2 VDC_MOD7_BAT38 V Sample battery voltage on indicated battery.

237 ACB_INTENSIVE_2 VDC_MOD7_BAT39 V Sample battery voltage on indicated battery.

238 ACB_INTENSIVE_2 T1_CONT_LO_NE_CRNR DEG_C Container temp lower NE corner.

239 ACB_INTENSIVE_2 T2_CONT_NW_AC_OUT DEG_C Container temp NW air cond inlet.

240 ACB_INTENSIVE_2 T3_CONT_NE_AC_OUT DEG_C Container temp NE air cond inlet.

241 ACB_INTENSIVE_2 T4_CONT_BOT_CNTR DEG_C Container temp bottom center.

242 ACB_INTENSIVE_2 T5_CONT_UP_SW_CRNR DEG_C Container temp high SW corner.

243 ACB_INTENSIVE_2 T6_CONT_SO_WALL DEG_C Container temp middle south wall.

244 ACB_INTENSIVE_2 T_AMB DEG_C Ambient temperature.

245 ACB_INTENSIVE_2 PAC_AUX KW Auxiliary power draw measured.

246 ACB_INTENSIVE_2 H2_CONC_MOD1 % H2 conc in Module 1 (outside collector tubes).

247 ACB_INTENSIVE_2 H2_CONC_MANIF % H2 conc collected all Modules inside manifold.

248 CALCULATED MOD1_BAT11C V Est bat voltage due to poor connection.

249 CALCULATED MOD1_BAT12C V Est bat voltage due to poor connection.

250 CALCULATED MOD8_BAT19C V Est bat voltage due to poor connection.

251 CALCULATED MOD8_BAT20C V Est bat voltage due to poor connection.
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Appendix C
List of Tests

Table C-1 shows an overview of the PM250 testing,
commencing with the delivery of the system to San
Ramon, California, and ending with the final short-
term characterization tests.  Longevity testing is not

shown, but was conducted through April 1994 by
subjecting the system to a series of three-hour mock
load-following cycles, and periodic standard baseline
tests.

Table C-1.  PM250 Tests

Date Test Title Comments

10/19/93 System Arrives

10/23/93 Pre-parallel connection

10/26/93 Pre-parallel connection 2

10/26/93 Start-up and Internal
Protection

11/4/93 Baseline Test #2 The first baseline test performed at the Modular Generation Test
Facility

11/5/93 Power Quality #1 and PF
Control

BMI measurements; unable to accept signals
100-kHz spectrum analyzer single phase plots
Nicolet storage
RFI measurements from Julian
Audio measurements from / (Peter Lee)

11/16/93 Battery Replacements Not a test.  Batteries 15 and 16 in Module 1 and battery #6 in Module
3 replaced.

11/17/93 40-minute block #1 190 kW
Mod 2 imbalance
SOC 32.9%

11/17/93 Harmonics Tests BMI snapshots taken during 40-minute block discharge, 250-kW
charge and autocharge.

11/18/93 1-hour block #1 167 kW
Mod 6 imbalance
SOC offset

11/19/93 2-hour block #1 92 kW
Underproducing modules
Communications problems
Mods 6 & 2 imbalance
30.4% SOC

11/22/93 Module #4 responses Few second delay of Module 4 during command change from
standby to discharge.  Confirmed via independent AC current clamp.
(and audible)

11/24/93 Auxiliary power
measurements

BMI snapshots taken on the input to aux transformer (CB9);  Heater,
different modes
BMI on Module 8, to measure blower on/off etc...
DAS measurements bogus
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11/24/93 3-hour block #1 66 kW
Utility power blip subsequent SCADA PC failure
Module 6 imbalance

11/29/93 5-hour block #1 44 kW
Incomplete
communication failures
smart-sub protection

1/28/94 Qualification test #1

2/3/94 Qualification test #2

2/3/94 Qualification test #3 Changed imbalance limits to +2 and −4 Vdc;
Min string  Vdc from 510 to 520 Vdc

2/14/94 1-hour block #2 155 kW
Modules out on low voltage 520 Vdc
25% SOC

2/15/94 2-hour block #2 89 kW
Vdc limit returned to 510 Vdc

2/16/94 3-hour block #2 65 kW

2/17/94 5-hour block #2 38 kW

2/21/94 40-minute block #2 205 kW

2/22/94 Islanding #1 Battery 100 kW, load bank 20−200 kW
108 kW matching tests

2/23/94 Islanding #2 Matching 100 kW, varied VARs ± 50 kVAR
208 kW matching
0 kVAR producing vs. consuming
Reclose tests

2/23/94 Speed and Stability Response from SCADA and PCS to mode changes
DC injection problems

2/24/94 2-hour load follow #1
(equivalent)

Two humped equivalent to a single 2-hour sine

2/24/94 Module harmonics test Harmonics from 8-1 operating modules planned
Unable to run less than 4 at a time
Sensitive to particular module on

2/25/94 3-hour load follow 96 kW peak

2/28/94 2-hour load follow #2 134.3 kW peak

3/1/94 4-hour load follow 75.5 kW peak

3/2/94 5-hour load follow #1 62.1 kW peak

3/7/94 8-hour load follow #1 Cancelled midstream for bad SOC calculations

3/7/94 5-hour load follow #2 62.1 kW
Ran with corrected SOC calculation
immediately followed the failed 8-hour attempt

3/8/94 Opportunity charge #1 2-hour load follow discharge to 25%
2-hour sine charge
2-hour load follow
Shutdown early on SOC

3/14/94 8-hour load follow #2 38 kW peak
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3/15/94 Opportunity Charge #2 Different charge/discharge thresholds
2 hour load follow?
Deep charge load follow/problems accepting >265 kW
1.5 hour discharge

3/15/94 Container power tests Discrepancies between requested, commanded, DAS and PQnode
measurements recorded.

3/21/94 250-kW block discharge Approx. 26-minute test to 25% SOC
Modules out on low Vdc (voltage).
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